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EXISTIN6 STRUC.T\JRES

1/116-.-.- EXISTIN6 6"Q; MreR LINE

11'42-.-.- EXISTIN6 :2"Q; MTER LINE

F H ,~
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EXISTIN6 FIRE H'I'ORANT

EXISTIN6 VAl.VES

~ SEGURED PERIMETER
FENG.E (E)(ISTIN6)

SC,OPE OF ~ORK (DESIGN-BUILD):

@ PR.OGUREIINSTAU. A GOMPL.ETE FIRE SPRINKl.ER AND ALARM SY'STEM TO
MEET U.B.c::.. REGUIREMENTS. 1Nc::.UJD1N6 N.F.PA-I~ AND N.F.PA.-i:2. FOR
INSTliVTlONAI./c::.oRREc::.TIONAI. F~ILITIES (SPEGIAI. GODE REGUIREMENTS).
USE c::.EMENT HARDIE BOARD TO c::.oNc::.EAL.PIf'!:S. c::.oNDUlTS . ELEc::.TRlc::.AI.
i"lIRES FOR THE SAFET'I" OF THE INMATES. c:.oMF'I..ETE AND READ'r' FOR USE,
INc::.UJDIN6 TESTIN6 OF THE APPARATV5 FOR BUILDIN65 POST :2. ~. . 4
ADMINISTRATION MAIN BUILDIN6.

§ PRO~NSTAU. A c:.oMF'I..ETEFIRE SPRINKLER AND ALARM SYSTEM TO
MEET U.B.(;. REGUIREMENTS.1Nc::.UJD1N6N.F.PA-I~ AND N.FPA.-i:2. FOR
INSTliVTlONAL.Ic::.oRREc::.TIONAI.F~IL.ITIE5 (SPEGIAI. GODE REGUIREMENTS).
USE c::.EMENTHARDIE BOARD TO c::.oNc::.EAI.PIf'!:S. c::.oNDUITS. ELEc::.TRlc::.AI.
i"lIRES FOR THE SAFET'I" OF THE INMATES.c:.oMF'I..ETEAND READ'r' FOR USE,
INc::.LUDIN6TESTIN6 OF THE APPARATV5 FOR BUILDIN65 POST It> . :2&.

@ c::.HEc::.KAND REPAIR AS NEEDED EXISTlN6 FIRE SPRINKLER AND FIRE ALARMSYSTEM FOR THE FOL.L.Oi"llN6BUILDIN65:

AJ POST iii D) POST It6 6) I.NS. BLD65. ARE THE FOL.L.Oi"llN6:
B) POST.1i E) POST lit> I) POST 11;25 ~) POST 115
c::.) POST 1116 F) POST .:24 :2) POST 11:2<1

NOTE: TEST/RUNFOR PROPER OPERATION c:.oMF'I..ETEAND READ'r' FOR USE.

@ c::.HEc::.K AND REPAIR EXISTIN6 P\A"IP AND 6ENERATOR HOUSE FOR PROPER
OPERATION c:.oMF'I..ETE AND READ'r' FOR USE.

@ PROVIDE H"r'DRAUL.Ic::.TEST REGUIREMENTS FOR SPRINKL.ER SY'STEM ON
EXISTIN6 MTER SUPPL. Y L.INES ~ f'!:R FL.Oi"IPER 6PMJ. 1Nc::.UJD1N6
c::.Al.c::.UL.ATIONSTO DETERMINE IF P\A"IP5 ARE NEEDED (.JOG.KE'Y'/BOOSTERJ
SUBMIT DATA FOR APPROVAl. BY USIN6 A6ENc::.Y AND DPII'l

@ c::.oN50L.IDATE/c::.ENTRAL.IZEDAU. FIRE ALARM SY'STEMFOR THE FOu.oi"llN6BUILDIN65:

AJ POST.:2 D) POST 115 6) POST lie J) POST II:2S M) POST II:2f>
B) POST.." E) POST It6 H) POST 1116 I<J POST 11:2<1
c::.) POST 114 F) POST iii I) POST 11:24 W POST .1'

TO MAIN SEc:;URIT'I"ROOM AT POST 11:2I"'ITHA c::.ENTRAL.MONITOR PANEL.
BY ZONIN6 AND L.Oc::.ATlONOF FIREISMOKE INAU. EXISTIN6 BUILDIN65.

NOTE: THIS IS A C.ONTINUATIONOF THE SID ITEM AS FOLLOY\lS:

(I) FEDERAL DETENTION BUILDING IN AGANA:

@c::.HEc::.K AND REPAIR EXISTIN6 FIRE ALARM AND SPRINKLER SY'STEMS.c::.ENTAl.IZE:DALARM SY'STEMAND c::.ONTROLSAT MAIN6UARD POST
(REPAIR AS NEEDED). GOMPL.ETEAND READ'r' FOR USE.

NOTE: TEST/RUNFOR PROPER OPERATION c:.oMF'I..ETEAND READ'r' FOR USE.

(I) GUAM DETENTION BUILDING IN MANA:

@ c::.HEc::.KAND REPAIR EXISTIN6 FIRE ALARM AND SPRINKl.ER SY'STEMS.c::.ENTAl.IZEDALARM SY'STEMAND c::.ONTROLSAT MAIN6UARD POST
(REPAIR AS NEEDED). GOMPL.ETEAND READ'r' FOR USE.

NOTE, TEST/RUN FOR PROPER OPERATION c:.oMF'I..ETEAND READ'r' FOR USE.

NOTE,
AU. MATERIALS 5HALL.BE US.MADE OR MEETS U.S.SPEGIFIc::.ATIONS
(ASTMIANSI) AND U.L..AF'PROVED.SUBMITFOR APPROVAl..

REVISIONI 0'",[
PIIOJ£CI NO.

BY 0£SC1ltf'l1ON APPIIOY£O

GOVERNMENT OF GUAM
DEPARTMENT OF PUBLIC WORKSFIL£ NO.

O£SICNEO BY: PIC,. IP6RADINIS OF FIRE AL.ARM . SPRINKLER SY'STEM
. THe DEPARTMENT OF GORREGTlONS

JLi!J/o/
DATE

DRAWER NO;

OWG.NO; F-I

:1SH££I :2 Of


